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SPECIFIC NOTES: (APPLY TO DRAWING M1.1 WHERE INDICATED) EEEZTET REVIEW SET gijo%n
17/11

@20x14 EXHAUST AR & 20x12 OUTSIDE AIR DUCT UP TO SECOND FLOOR

(2)) RADIANT HEAT MANIFOLD — PROVIDE MANIFOLD BOX (W/ LOCKING DOOR)

(3) 18¢14 SA & 18x14 EA UP TO ERV=1 (ON ROOF)

@WHAMMMM — AIRVAC 911 OR APPROVED EQUAL, 3/4 HP,
208V-3PH-60 HZ, UNIT WEIGHT = 190 LBS. — PROVIDE WITH FOUR STAGE FILTER PACK
(3—-PLY POLYESTER PRE— FILTER, "HEPA MAX 3000” 95% EFFICIENT MAIN MEDIA FILTER, AND
TWO STAGES OF "MULTISORB 3000" GAS—PHASE EXTRACTOR) & MFGR. PROVIDED CONTROL PANEL

@ REQUIRED SERVICE CLEARANCE — SERVING EXHAUST REMOVAL SYSTEM

@ 10¢ SA DUCT, TRANSITION DOWN TO 8x8 SIDEWALL SA DIFFUSER, BALANCE TO 250 CFM

@ CONCENTRIC GAS VENT (SIX TOTAL), SIZED PER MANUFACTURERS RECOMMENDATIONS. FOUR OF THE SIX VENTS
CONNECT TO WATER HEATERS 1-4. TWO VENTS SHALL BE CAPPED ABOVE CEILING FOR FUTURE USE

CONCENTRIC GAS VENT UP TO ROOF IN CHASE (SIX TOTAL), SIZED PER MANUFACTURERS RECOMMENDATIONS
@ 12x10 OPEN ENDED RA DUCT, BALANCE TO 645 CFM, PROVIDE SCREEN OVER INLET
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(10) 12x8 TRANSFER AR DUCT W/ TWO 10x10 TRANSFER AR GRILLES Drawn: TB/SPA
m 8x6 SIDEWALL RETURN AIR REGISTER ON BOTH SIDES OF WALL, LOCATED HIGH IN WALL ABOVE Checked: SPA
@ PROVIDE OVERFLOW SWITCH WITH ALARM IN DRAIN PAN FOR GSHP-S. Approved: SPA
Issued: 03/17/11
These drawings are the property of the Architect. Bignell Watkins Hasser
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responsible for all dimensions and conditions on the job and this office must
be notified of any variation from the dimensions and conditions shown by
these drawings.
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